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Decision No. 07-001







REVISED
Subject:  Macerating Toilet Systems
Code / Section:  2006 UPC Section 710.13
Decision.  There are some manufacturers of macerating toilet systems that only provide 1-1/2 inch inlets to the sump compartment for other fixtures. Although the minimum horizontal drain for a bathtub or laundry tray is 2-inch, we will allow a 1-1/2 inch drain connection of a bathtub, combination bathtub and shower, or laundry tray. This allowance will be for the connection of a single fixture only. Other fixtures or combination of fixtures requiring a minimum 2-inch drain shall not discharge into a 1-1/2 inch outlet of a macerating toilet system.   
Background.  None.
